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NEW 6"

NEW 3"

HWR FROM

BUILDING 1

AND A&E WING

NEW SUPPLEMENTAL MONOCHLORAMINE SYSTEM SHALL BE

INSTALLED FOR BUILDING #2 ON THE INCOMING COLD WATER LINE

IN ACCORDANCE WITH THE MANUFACTURER'S REQUIREMENTS.

PROPOSED EQUIPMENT LOCATION INDICATED. EXACT LOCATION

SHALL BE DETERMINED WITH THE VA ENGINEER AND A LAYOUT

SUBMITTED FOR APPROVAL.  PROVIDE A 120V ELECTRIC CIRCUIT

FROM PANEL 'BP21' IN THE MECHANICAL EQUIPMENT ROOM.

CONNECT MONITORING POINTS TO CAMPUS BAS SYSTEM.

NEW SUPPLEMENTAL MONOCHLORAMINE SYSTEM SHALL BE

INSTALLED FOR BUILDING #1 ON THE INCOMING COLD WATER LINE IN

ACCORDANCE WITH THE MANUFACTURER'S REQUIREMENTS.

CONSTRUCT UNISTRUT STRUCTURE AT APPROX. THIS LOCATION

FOR EQUIPMENT INSTALLATION. EXACT LOCATION SHALL BE

DETERMINED WITH THE VA ENGINEER AND A LAYOUT SUBMITTED

FOR APPROVAL.  PROVIDE A 120V ELECTRIC CIRCUIT FROM PANEL

'BP21' IN THE MECHANICAL EQUIPMENT ROOM.  CONNECT

MONITORING POINTS TO CAMPUS BAS SYSTEM.  MONITOR MS-1-PB

SHALL BE MOUNTED ON THE UNISTRUT.

NOTES ELSEWHERE

1

1

2

P1-1

P1-1

B
U

I
L
D

I
N

G
 
#
1

S
O

U
T

H

NEW WATER

PIPING AT CEILING

NEW WATER

PIPING AT CEILING

NEW 1" MOTOR OPERATED SOLENOID VALVE POWERED OPEN.

CONTROLLED BY BAS.  BAS TO OPEN VALVE ONE A WEEK FOR

10 MINUTES AND RECORD ACTIVITY.

S

EXTEND AND TERMINATE 1"

DRAIN OVER EXISTING

FLOOR DRAIN

PROVIDE NEW BRANCH CIRCUIT AND TERMINATE AT NEW, EC

PROVIDED, 20A-1P CB IN PANEL BP21.  ALSO, PROVIDE (2) #12 IN 3/4"C

TO BUILDING AUTOMATION SYSTEM.
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DISCONNECT AND REMOVE EXISTING WATER PIPING AS INDICATED.  (TYPICAL)
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SL-2-PB

NEW 8"

VALVE

NEW 8" VALVE

MONITORING STATION NOTES

MONITORING STATIONS MS-1-PB AND

MS-2-PB ARE COLD WATER ONLY

BUILDING #2 WATER

SERVICE FROM POINT

OF ENTRY #2

PROVIDE ELECTRICAL CIRCUIT FOR

COLD WATER MONITORING STATIONS

MS-1-PB AND MS-2-PB FROM

ELECTRICAL PANEL 'BP21' IN THIS

AREA

5

MS

PROVIDE NEW BRANCH CIRCUIT AND TERMINATE AT NEW, EC PROVIDED,

20A-1P CB IN PANEL BP21.

5

NEW COPPER PIPE SHALL BE INSTALLED UNDER THE BASE BID.

THE EXISTING GALVANIZED STEEL PIPE SHALL BE REMOVED AFTER THE NEW

COPPER PIPE IS INSTALLED.  THE CHANGEOVER SHALL BE PHASED FOR

MINIMUM DOWNTIME AND THE ROUTING, PHASING AND FINAL CONNECTIONS

FOR THE NEW LINE SHALL BE SUBMITTED TO THE VA ENGINEER FOR REVIEW

AND APPROVAL PRIOR TO CONSTRUCTION.  DEDUCT ALTERNATE #2 SHALL

DELETE THE INSTALLATION OF THE NEW COPPER PIPE AND LEAVE THE

EXISTING GALVANIZED STEEL PIPE IN SERVICE.
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UNDER DEDUCT ALTERNATE #3 DELETE HOT, COLD AND HOT WATER RETURN

PIPING.
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